COUNTY OF LOSANGELES
FIRE DEPARTMENT

1320 NORTH EASTERN AVENUE
LOS ANGELES, CALIFORNIA 90063-3294

P. MICHAEL FREEMAN
FIRE CHIEF
FORESTER & FIRE WARDEN

(323) 881-2401

October 23, 2003

The Honorable Board of Supervisors
County of Los Angeles

383 Kenneth Hall of Administration
500 West Temple Street

Los Angeles, CA 90012

Dear Supervisors:

2002 LOS ANGELES COUNTY FIRE CODE UPDATE
(ALL SUPERVISORIAL DISTRICTS) (3 VOTES)

IT IS RECOMMENDED THAT YOUR BOARD:

Introduce, waive reading, and schedule a public hearing regarding the enclosed
ordinance that amends and updates the Los Angeles County Fire Code.

IT IS RECOMMENDED THAT THE BOARD AFTER THE PUBLIC HEARING:

1. Find that the proposed ordinance is exempt under the provisions of the California
Environmental Quality Act (CEQA) pursuant to State CEQA, Guidelines Section 15061
(b)(3).

2. Adopt the ordinance and establish the operative date as of November 25, 2003.

SERVING THE UNINCORPORATED AREAS OF LOS ANGELES COUNTY AND THE CITIES OF:

AGOURA HILLS BRADBURY CUDAHY HAWTHORNE LA MIRADA MALIBU POMONA SIGNAL HILL
ARTESIA CALABASAS DIAMOND BAR HIDDEN HILLS LA PUENTE MAYWOOD RANCHO PALOS VERDES SOUTH EL MONTE
AZUSA CARSON DUARTE HUNTINGTON PARK LAKEWOOD NORWALK ROLLING HILLS SOUTH GATE
BALDWIN PARK CERRITOS EL MONTE INDUSTRY LANCASTER PALMDALE ROLLING HILLS ESTATES TEMPLE CITY

BELL CLAREMONT GARDENA INGLEWOOD LAWNDALE PALOS VERDES ESTATES ROSEMEAD WALNUT

BELL GARDENS COMMERCE GLENDORA IRWINDALE LOMITA PARAMOUNT SAN DIMAS WEST HOLLYWOOD
BELLFLOWER COVINA HAWAIIAN GARDENS LA CANADA-FLINTRIDGE LYNWOOD PICO RIVERA SANTA CLARITA WESTLAKE VILLAGE

WHITTIER
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PURPOSE OF RECOMMENDED ACTION

The enclosed ordinance, when adopted, will update and correct provisions of the Fire Code
for enforcement within the unincorporated areas of the County and the Fire Protection District
cities served by the County.

JUSTIFICATION

In the process of codification and publication of the County Code, sections within Title 32
have been identified as requiring technical amendments or modifications to maintain
consistency and update the Code.

FISCAL IMPACT/ FINANCING

There is no fiscal impact.

FACTSAND PROVISIONS/LEGAL REQUIREMENTS

The ordinance amending Title 32 (Fire Code) of the Los Angeles County Code has been
approved as to form by County Counsel and is enclosed with an analysis.

The proposed ordinance adopts amendments to Title 32 of the Los Angeles County Code
and adds modifications that tailor this code to the needs in Los Angeles County. This
ordinance repeals certain sections of the previously adopted 2002 Los Angeles County Fire
Code. Certain previously adopted sections are unchanged and therefore, remain in full force
and effect.

In accordance with the requirements of Government Code Section 50022.3, the Board must
schedule a public hearing after the first reading of the title of the adopting ordinance.
Notices of the hearing shall be published pursuant to Government Code Section 6066. A
copy of the proposed ordinance amending Title 32 (Fire Code) to be adopted must be on file
with the Clerk of the Board at least 15 days preceding the public hearing.
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There are no amendments of building standards that are more restrictive than building
standards contained in the State Building Standards.

CONTRACTING PROCESS

Not applicable.

IMPACT ON CURRENT SERVICES

The provisions of this ordinance will have little or no impact on current County services.

NEGATIVE DECLARATION/ENVIRONMENTAL IMPACT REPORT

Adoption of this ordinance which amends Title 32 (Fire Code) of the Los Angeles County
Code is exempt under the provisions of CEQA pursuant to State CEQA Guidelines Section
15061 (b)(3).

Upon approval of the enclosed ordinance, the Clerk of the Board of Supervisors is requested
to return a conformed copy of the approved Board letter to this Department.

Respectfully submitted,

P. MICHA-:EL FREEMAN
PMF:Kj
Enclosures

c: Chief Administrative Officer
County Counsel



ANALYSIS

This ordinance adds and modifies provisions to Title 32 — Fire Code of the Los
Angeles County Code, and modifies various portions of the California Fire Code which were

previously incorporated into Title 32.

This ordinance further amends Title 32 by making various editorial clarifications and

corrections.

LLOYD W. PELLMAN

County Counsel

By
ERIC R. YOUNG
Principal Deputy County Counsel

Public Works Division
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SECTION 7

SECTION 8

SECTION 9
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SECTION 11

SECTION 12

SECTION 13

SECTION 14

SECTION 15

SECTION 16

SECTION 17

SECTION 18

SECTION 19

Synopsis for Provisions
of the Los Angeles County Fire Code — Title 32

Repeals certain provisions that are no longer necessary or are being
changed in the proposed ordinance.

Adds Appendix IV-A.

Grammatical change regarding plans and specifications.
Restructured for clarification of administrative penalty.
Restructured for clarification of administrative penalty.
Restructured for clarification of administrative penalty.
Restructured for clarification of administrative penalty.
Restructured for clarification of administrative penalty.
Restructured and updated for clarification of administrative penalty.
Restructured for clarification of administrative penalty.
Restructured and updated for clarification of administrative penalty.

Adds permit requirements for hazardous fire areas, bonfires, hot-air
balloons, and rifle ranges.

Modifies definition of Unauthorized Discharge, and adds Unified
Program.

Adds requirements for standpipes.

Adds additional conditions regarding basement pipe inlets.
Adds additional conditions regarding basement pipe inlets.
Technical modification regarding electrical lines.

Removes unnecessary language.

Grammatical change regarding hazardous fire areas.
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SECTION 32

Grammatical change regarding hazardous fire areas.
Grammatical change regarding hazardous fire areas.

Clarifies storage requirements.

Grammatical change regarding tank cars.

Restructured to clarify requirements regarding hazardous materials.
Adds requirement regarding hazardous materials.

Adds requirement regarding hazardous materials.

Updates hazardous materials requirements.

Grammatical change to clarify hazardous materials requirements.
Modifies requirements on smoke and heat vents.

Restructured for clarification regarding storage rack requirements.
Updates infractions.

Deletes obsolete standards.



ORDINANCE NO.

An ordinance amending Title 32 Fire Code of the Los Angeles County Code.

The Board of Supervisors of the County of Los Angeles ordains as follows:

SECTION 1. The following previously enacted sections of Title 32 of the Los Angeles
County Code are expressly repealed:

103.4.1.3

1007.2.2.2

2403.7

2403.8

7904.5.2.2

7904.5.4.2.1

7904.5.4.3

Table 81-A

SECTION 2. Section 101.8 is hereby amended to read as follows:

101.8 References to Appendix. When this code references the appendix, the provisions in
the appendix to the 2001 Edition of the California Fire Code shall not apply unless specifically
adopted. Only Appendix | C, Appendix II-C, Appendix II-D, IV-A, and Appendix VI-A, have
been adopted into this code.

SECTION 3. Section 103.3.5.1 is hereby amended to read as follows:

103.3.5.1 Information on plans and specifications. Plans and specifications shall be drawn
to scale on substantial paper or cloth and shall be of sufficient clarity to indicate the nature
and extent of the work proposed and show in detail that it will conform to the provisions of this
code and all relevant laws, ordinances, rules and regulations. The first sheet of each set of
plans shall give the heuse-and street address of the work and the name and address of the

owner and persons who prepared them. Plans shall include a plot plan showing the location



of the proposed building and of every existing building on

the property.

SECTION 4. Section 103.4.9 is hereby amended to read as follows:
103.4.9. Administrative penalty:

103.4.9.1 Administrative penalty: - imposition. An administrative penalty may be imposed
on all parcels found to be in violation of Sections 1117.2.2, 1117.2.3, 1117.10, or 902.2.2.1 of
this code relating to clearance of brush and combustible growth, roadway clearance, and

vertical clearance on fire access roads.

SECTION 5. Section 103.4.9.1 is hereby amended to read as follows:

103.4.9.2-2 Administrative penalty: - enforcement. An administrative penalty will be
imposed and enforced upon failure of the responsible party to comply with written abatement
instructions and timeframes contained on the Official Inspection Report Form (County of Los
Angeles Fire Department FORM 410B) issued by the County of Los Angeles Fire
Department.

SECTION 6. Section 103.4.9.2 is hereby amended to read as follows:

103.4.9.2-3 Declared parcel. A declared parcel is a parcel which contains noxious weeds

and other flammable vegetation that are a fire hazard and which constitutes a public nuisance
which must be abated as declared in an annual resolution of the Board of Supervisors. An
owner of a declared parcel will be mailed a declaration card specifying the abatement actions
required of the owner. The declaration card constitutes the first official notice to the owner. A
physical inspection of the declared parcel is conducted by the County of Los Angeles Fire
Department to determine compliance with the declaration card. After the physical inspection,
if the County of Los Angeles Fire Department determines that the owner has not complied
with the declaration card, then such noncompliance constitutes the first violation of the fire
code. The owner will be given notice of such first violation of the fire code. This notice

constitutes the second official notice to the owner. The second official notice shall also inform



the owner that an administrative penalty may be imposed on the declared parcel if not
properly cleared. An owner’s failure to comply with the second official notice constitutes the
second violation of the fire code.

SECTION 7. Section 103.4.9.3 is hereby amended to read as follows:

103.4.9.3 4 Enforcement on undeclared parcels. An undeclared parcel is a parcel not

contained in the annual resolution of the Board of Supervisors described in Section 103.4.9.2

SECTION 8. Section 103.4.9.5 is hereby amended to read as follows:

Inspection — notice of violation. After a physical inspection, if the County of Los Angeles

Fire Department determines that an undeclared parcel is not in compliance with the fire code,

the owner will be given notice of such violation of the fire code. This notice of violation

constitutes the first official notice. An owner’s failure to comply with the first official notice




constitutes the first violation of the fire code. After a first violation, a physical inspection of an

undeclared parcel will be conducted by the County of Los Angeles Fire Department to

determine compliance with the fire code. After the physical inspection, if the County of Los

Angeles Fire Department determines that an undeclared parcel is not in compliance with the

fire code, the owner will be given notice of the second violation of the fire code. This notice

constitutes the second official notice to the owner. This second official notice shall also inform

the owner that an administrative penalty may be imposed on an undeclared parcel if not

cleared. An owner’s failure to comply with the second notice constitutes the second violation

of the fire code.

SECTION 9. Section 103.4.9.4 is hereby amended to read as follows:

103.4.9.4 6 Administrative penalty: - amount. The administrative penalty for a first violation
as described in Section 103.4.9.2 or 103.4.9.3 is zero. The administrative penalty for a
second violation as described in Section 103.4.9.2 3 or 103.4.9.3 5 is $200.00.

SECTION 10. Section 103.4.9.7 is hereby added to read as follows:
103.4.9.5 7 Administrative penalty: - collection. The administrative penalty will be

collected by the County of Los Angeles Fire Department through direct invoice. The County

of Los Angeles Fire Department shall notify the owner of the imposition and amount of the

administrative penalty.

SECTION 11. Section 103.4.9.6 is hereby amended to read as follows:
103.4.9.6 8 Administrative penalty: - administrative review and appeal. The imposition of
the administrative penalty may be appealed in writing utilizing the claim resolution form
provided with the invoice. The claim resolution form must be filed with the Brush Clearance
Office Unit of the County of Los Angeles Fire Department within 30 days of the date of
invoice.

Brush Clearance Office Unit personnel will attempt to resolve the claim, and provide a written
response to the claimant within 26 30 working days of receipt of the claim. If unable to
resolve the claim, Brush Clearance Office personnel will forward the claim to the Brush

Clearance Section Manager. The Brush Clearance Section Manager will review the claim and



provide a final administrative order or decision in writing within 286 30 working days of the
receipt of the claim. The Brush Clearance Section Manager will make the final decision of the
County of Los Angeles Fire Department on the claim.

Any person contesting the final administrative order or decision of the County of Los Angeles
Fire Department may seek further review pursuant to Section 53069.4 of the California
Government Code.

Any administrative penalty imposed shall be cancelled or refunded as provided in Sections
14920 § 14921 of the State Health and Safety Code, or any successor statute of similar

import.

SECTION 12. Section 105.8 is hereby amended to read as follows:

105.8 Permit Required. A permit constitutes permission to maintain, store, use or handle
materials, or to conduct processes which produce conditions which are or may be hazardous
to life or property, or to install equipment used in such activities. A permit shall be obtained
from the fire prevention division prior to engaging in the following activities, operations,
practices or functions:

Subsection 105.8 a.6. is added to read as follows:

a.6. Activities in hazardous fire areas. Any of the activities as described in Section 1118.2.

Subsection 105.8 b.2. is added to read as follows:

b.2. Bonfires or rubbish fires. To kindle or maintain or authorize the kindling or

maintenance of bonfires or rubbish fires. See Article 11.

Subsection 105.8 h.4. is added to read as follows:

h.4. Hot-air balloon. No person shall launch any hot-air balloon which has its lifting power



provided by an open flame device without a permit.

Subsection 105.8 r.4. is added to read as follows:

r.4. Rifle range. No person shall establish, maintain or operate a rifle range without a permit.

SECTION 13. Section 222-U is hereby amended to read as follows:

UNAUTHORIZED DISCHARGE-is-arelease-oremission-of-materialsin-amannerwhich-does

shall mean any spilling, leaking, releasing, leaching, emptying, dumping or disposing of a

hazardous material/waste into the environment, unless permitted by a requlatory agency.

UNIFIED PROGRAM shall mean the Unified Hazardous Waste and Hazardous Materials

Management Regulatory program.

SECTION 14. Section 1004.6 is hereby added to read as follows:

1004.6 Specific requirements. In addition to the requirements of U.B.C. Standard No. 9-2,
specific requirements are as follows:

1004.6.1 Class | standpipes

1004.6.1.1 Construction. Materials and devices shall be of sufficient strength to withstand
not less than 200 pounds per square inch of water pressure when ready for service. All Class
| standpipes shall be tested hydrostatically to withstand not less than 200 pounds per square
inch of pressure for two hours, but in no case shall the pressure be less than 50 pounds per
square inch above the maximum working pressure.

1004.6.1.2 Fire department connection. Standpipes shall be equipped with a listed four-
way fire department connection. Systems with three or more standpipes shall be provided

with a sufficient number of inlets as required by the chief. All fire department connections



shall be located on the building address street front, not less than 24 inches nor more than 42
inches above grade and shall be equipped with an approved straight-way check valve and
substantial plugs or caps. All fire department connections shall be visible, accessible, and
clearly marked with approved signage. More than one fire department connection may be
required.

1004.6.1.3 Outlets. Each standpipe shall be equipped with an approved 2-1/2 inch outlet not
less than 2 feet nor more than 4 feet above the floor level of each story. Standpipe outlets in
stairway enclosures or smokeproof enclosures shall be so located that the exit doors do not
interfere with the use of the outlet, and located on the main stair landing. All outlets shall be
equipped with an approved valve, cap and chains.

No point within a building requiring standpipes shall be more than 130 feet travel distance
from a standpipe outlet connection.

1004.6.2 Class Il standpipes

1004.6.2.1 Outlets. All interior wet standpipes shall be equipped with a 1-1/2 inch valve, no
more than 100 feet of lined hose and an approved fog nozzle in each story, including the
basement or cellar of the building, and located not less than 3 feet nor more than 5 feet
above the floor. Where combination standpipes are installed, the 1-1/2 inch outlet system
may be supplied from the combination system with a 2 inch connecting line.

1004.6.3 Class lll standpipes.

1004.6.3.1 Class Ill standpipes. In addition to the requirements in 1004.6.1, Class Il
standpipe systems shall be installed in accordance with the requirements of subsection
1004.6.3.

1004.6.3.2 Size. Class Il standpipe systems shall be not less than 6 inches in diameter.
1004.6.3.3 Riser shutoff valve and drain. Each individual riser must be equipped with an

indicating valve at its base and an approved valve for draining.

SECTION 15. Section 1004.6.4.3 is hereby added to read as follows:

1004.6.4.3 Location. The location of basement pipe inlets shall be as required by the fire
department.



SECTION 16. Section 1004.6.4.4 is hereby added to read as follows:

1004.6.4.4 Detailed Requirements. All basement pipe inlets shall be of cast iron, steel,
brass or bronze with lids of cast iron or bronze.

The basement pipe inlet shall consist of a sleeve of not less than 8-inch inside diameter
extending through the floor and terminating flush with or through the basement ceiling and
shall have a top flange recessed with an inside shoulder to receive the lid. The top flange
shall be installed flush with finish floor surface. The lid shall be a solid casting and have a lift
recessed in the top. This lid shall be provided with a cast- in sign reading FIRE
DEPARTMENT ONLY - DO NOT COVER. The lid shall be installed in such a manner as to

permit its easy removal from the flange shoulder.

SECTION 17. Section 1117.1.2 is hereby amended to read as follows:

1117.1.2 Line clearance --—high—tension. Any person owning, controlling, operating or
maintaining any electrical transmission or distribution line upon any mountainous, or forest, or
brush-covered lands, or lands covered with flammable growth shall maintain a clearance of the
respective distances hereinafter in this section specified in all directions between all vegetation
and all conductors carrying electrical current.

For lines operating at 2,400 volts or more, but less than 72,000 volts, four (4) feet;

For lines operating at 72,000 volts or more, but less than 110,000 volts, six (6) feet; For lines
operating at 110,000 volts or more, ten (10) feet.

In any case, such distance shall be sufficiently great to furnish the required clearance from the
particular wire or conductor at any position, of such wire or conductor at any temperature of
120 degrees Fahrenheit or less. Dead trees, old, decadent or rotten trees, those weakened by
decay or disease and trees leaning toward the line, which may contact the line from the side or
may fall on the line, shall be felled, cut or trimmed so as to remove the hazard.

SECTION 18. Section 1117.2.1.1 is hereby amended to read as follows:



Appeals. The Chief, Forestry Division will adjudicate all policy interpretations relevant to

Fuel Modification Plan requirements and serve as the final authority in the appeals process.

SECTION 19. Section 1117.3.4 is hereby amended to read as follows:

1117.3.4 Notice of failure to correct. In the event any of the conditions prohibited by either
Sections 1117.2.2 or 1117.2.3 exist, the Governing Body may instruct the chief or
commissioner to give notice to the owner of the property upon which such condition exists, to
correct such prohibited condition, and if the owner fails to correct such condition the
Governing Body may cause the same to be done and make the expenses of such correction
a lien upon the property upon which such condition exists. If it so instructs the chief or
commissioner, the Governing Body shall designate the time and place of a hearing either

before itself or before a referee appointed by it, and shall notify the chief of its action.

SECTION 20. Section 1117.7.2 is hereby amended to read as follows:

1117.7.2 Hearing on report. At the time fixed for receiving and considering the report, the
Governing Body or the referee shall hear it and any ebjectives objections of any of the
property owners liable to be assessed for the work of clearing vegetation.

SECTION 21. Section 1118.19 is hereby amended to read as follows:

1118.19 Hazardous Warning Lights. It shall be unlawful to maintain any torch or lantern
utilizing an open flame along any excavation, road, or any place where the dislodgment of
such torch or lantern might permit same to roll, fall, or slide eate on to any rest forest or

brush-covered land, or any land containing flammable material.



SECTION 22. Section 7902.5-C is hereby amended to read as follows:
Table 7902.5-C

MAXIMUM STORAGE HEIGHT IN CONTROL AREA
(SPRINKLED-AREAFEETH

SPRINKLERED AREA (feet) *

SPRINKLERED WITH IN-RACK PROTECTION (feet)*

! Automatic sprinkler system shall be provided in accordance with Tables 7902.5-F through
7902.5-K.

SECTION 23. Section 7904.5.4.7 is hereby amended to read as follows:

7904.5.4.7 Time limit or unloading and permit. Tank vehicles and railroad tank cars shall
be unloaded as soon as possible after arrival at point of delivery and shall not be used as
storage tanks. Tank cars shall be unloaded only on private sidings or railroad siding facilities
equipped for transferring the liquid between tank cars and permanent storage tanks. A permit
shall be required for a tank car to remain on a siding at the point of delivery while connected
for transfer operations. Transfer operations shall be in accordance with DOT requirements
and the this code.

SECTION 24. Section 8001.3.2 is hereby added to read as follows:

8001.3.2 Hazardous materials business plan.

SECTION 25. Section 8001.3.2.1 is hereby added to read as follows:

8001.3.2.1 Application. Each application for a permit required by this article shall include a
hazardous materials business plan (HMBP) in accordance with Chapter 12.64 of Title 12 of

this code.



SECTION 26. Section 8001.3.2.2 is hereby added to read as follows:

8001.3.2.2 Reporting. Every business shall comply with the reporting requirements
as set forth in Chapter 12.64 of Title 12 of this code.

SECTION 27. Section 8001.3.4 is hereby amended to read as follows:

8001.3.4 California Accidental Release Prevention Program. Every business shall comply
with the requirements as set forth in RPart2-ef Chapter 12.64 2:.20 of Title 12 2 of the County

code.

SECTION 28. Section 8001.5.2.5 is hereby amended to read as follows:

8001.5.2.5 Responsibility for cleanup. The person, firm or corporation responsible for an
unauthorized discharge shall institute and complete all actions necessary to remedy the
effects of such unauthorized discharge, whether sudden or gradual, at no cost to the
jurisdiction. When deemed necessary by the chief, cleanup may be initiated by the fire
department or by an authorized individual or firm. Cost associated with such cleanup shall be
borne by the owner, operator or other person responsible for the unauthorized discharge.
Upon termination of cleanup activities the HHMD; Emergency Operation Section, of the fire
department must be contacted to assess cleanup measures and clear site for reoccupancy or

reuse.

SECTION 29. Section 8102.7.2 is hereby amended to read as follows:

8102.7.2 Types of vents. Smoke and heat vents shall be approved and shall be labeled to
indicate compliance with nationally recognized standards. See Article 90, Standards f.1.2,
i.2.1 and u.1.12. Smoke and heat vents shall be operated automatically by activation of any

one of the following:

1. An approved fixed-temperature heat-responsive device rated between 100 and 200° F (56



and 111° C) above estimated ambient temperatures. If a fire sprinkler system is provided, the
fixed-temperature heat-responsive device shall also be minimum one temperature rating
higher than the sprinkler heads. With ESFR sprinkler systems, the fixed-temperature heat-
responsive device shall also be a minimum two temperature ratings higher than the sprinkler
heads up to 360° F.

2. An approved rate-of-rise device, or

3. Approved heat-sensitive glazing designed to shrink and drop out of the vent opening.

The heat-responsive device shall be listed and labeled. Smoke and heat vents shall have the
capability of being opened by an approved exterior manual operation.

SECTION 30. Section 8104.2.3.1 is hereby amended to read as follows:

8104.2.3.1 General. Racks with solid shelving having an area greater than 32 square feet
(2.97 m?), measured between approved flue spaces at all four edges of the shelf, shall be in
accordance with Section 8104.2.3.

EXCEPTIONS: 1. Racks with mesh, grated, slatted or similar shelves having uniform
openings not more than 6 inches (152.4 mm) apart, comprising at least 50 percent of overall
shelf area, and with approved flue spaces, are allowed to be treated as racks without solid
shelves.

2. Racks used for the storage of combustible paper records, with solid shelving, shall be in
accordance with UFC Standard 81-4.

3. In buildings with ESFR fire sprinkler protection, the storage racks shall not utilize solid,
slatted, and other types of shelving that obstructs sprinkler water penetration down through
the racks, unless allowed per NFPA 13 7-4.1.7.1.

SECTION 31. Section 8901 is hereby amended as follows:
8901 Scope. In accordance with Section 103.4.7 the violation of the following sections shall

be infractions:

Section Offense



901.4.4

902.2.4.1

902.2.4.2

1001.5.1

1001.5.3

1001.6.2

1001.7

1002

1102.3

1103

1103.3

1105

4l beri

Premise Identification

Obstructing access roadway

I : i .
equipment
Trespassing on a closed

road

Failure to maintain alarm

system fire protection
systems and equipment

Failure to notify Fire
Department

Hydrant use approval

Obstruction of fire protection

equipment
Fire extinguishers

Open fires

Waste combustibles

Combustible waste --
Storage within buildings

Asphalt kettles



1109.4 "No smoking" sign

1109.5 Discarding burning objects

1109.6 Hot ashes and other

dangerous materials

1117.2.2 Clearance of brush --
Structure

1117.2.3 Clearance of brush -- Extra
hazard

1118.17 Fire roads and firebreaks

1207.3 Door-locking devices

1207.6 Exit doors readily

distinguishable

1210.3 Stairway -- Storage under

1212.4 "Exit" sign illumination --

maintenance of

2401.6 "No Smoking" signs within

designated areas

2901.6.2 Waste oil storage



3004.3

3008.5

3404

3601.6

3601.7

4501.4

4501.5

4502.3.3

4502.8.2

4502.9

Lumber yards -- Waste

Removal

Combustible Waste

Exit sign illumination

Housekeeping -- Vegetation

Housekeeping -- Storage

Access to area

Fire extinguisher -- Dry
cleaning plant

No smoking -- Dry cleaning

plant

Smoking prohibited

Welding warning signs

Discarded filter pads

Portable fire protection

equipment

Operations and maintenance



4502.9.6

4503.7.1

4503.8

4504.3.2

4504.4

4505.6.1

4506.6

4606.2

4607

5201.7

7401.5.1

7401.6

Combustible debris and

metal waste cans

Portable fire extinguisher

Dip tank covers

Signs -- "Dangerous"

Maintenance -- Electrostatic

apparatus

Maintenance -- Powder

coating

"No smoking" sign

"No smoking" -- Fruit

ripening room

Housekeeping -- Fruit

ripening room

Safety rules

Ignition sources

Storage containers --
Identification

Storage and use of cylinders



7607 General requirements
(smoking)

7902.5.3 Empty containers

7904.3.2.1 Storage Tanks

7904.6.4 No smoking

7904.4.7 "No smoking" sign

7904.4.9 Fire Protection

7901.7.2 Maintenance and operating
practices

7901.10 Sources of Ignition

8001.8 Hazardous materials
signage

8003.1.12 Combustible materials --
Clearance

8004.1.8 Hazardous materials --
Dispensing, use and
handling, no smoking

signage



8004.3.4 Combustible materials -

Clearance

8208 "No smoking" signs -- LPG
container

8209 Combustible material --

Clearance from LPG

container

8506 Extension cords

Appendix [ICFire prevention regulations --

Sec.5 marina

Appendix 1ICOpen flame device -- Boat or

52 marina

Appendix [ICAccess
6.3

Appendix [ICPortable fire protection
6.4 equipment

SECTION 32. Section 9003 is hereby amended to read as follows:

9003 -- RECOGNIZED STANDARDS

a.7. ALLIANCE OF AMERICAN INSURERS



3025 Highland Parkway, Suite 800, Downers Grove, IL 60515-1289
a.8. AMERICAN INSURANCE ASSOCIATION
1130 Connecticut Ave NW, Suite 1000, Washington DC 20036

c.1l. COMPRESSED GAS ASSOCIATION, INC.
4221 Walney Road 5th Floor Chantilly, VA 20151-2923
CGA PAMPHLETS
c.1.1 C-7 Guide to the Precautionary Labeling and Marking of Compressed

Gas Containers.
c.1.2 G-1 Acetylene
c.1.3 G-2 Anhydrous Ammonia
c.1.4 G-3 Sulphur Dioxide
c.1.5 G-4 Oxygen
c.1.6 G-5 Hydrogen
c.1.7 P-1 Safe Handling of Compressed Gases
c.1.8 P-2 Characteristics and Safe Handling of Medical Gases
c.1.9 V-5 Diameter-Index Safety System

c.2. CHEMTREC (AMERICAN CHEMISTRY COUNCIL)

1300 Wilson., Washington, DC 20009
CMA Safety Data Sheets.



d.1. DEPARTMENT OF LABOR, Mine Safety and Health Administration,
1301 Airport Road, Beaver, WV 25813-9426
Information Circular 8179 Safety Recommendations for Sensitized Ammonium
Nitrate Blasting Agents.
d.2. DEPARTMENT OF TRANSPORTATION
400 Seventh Street, S.W., Washington, DC 20590
Title 49, Code of Federal Regulations Parts 171 -180.
D.O.T Hazardous Material Standards Specifications MC 300, MC 302, MC 303,
MC 304, MC 305, MC 330, MC 331.

i.3. INDUSTRIAL RISK INSURERS
85 Woodland Street, Hartford, CT 06102
i.4. INSTITUTE OF MAKERS OF EXPLOSIVES
1120 Nineteenth Street, N.W., Suite 310, Washington, DC 20036
i.5. IME PAMPHLETS
No. 1 Construction Guide for Standard Storage Magazines.
No. 20 Radio Frequency Radiation Hazard in Use of Commercial Detonators
(Blasting Caps).
n.2. NATIONAL FIRE PROTECTION ASSOCIATION
1 Batterymarch Park, Quincy, MA 02269-9101
NFPA CODES and STANDARDS
s.2. SUPERINTENDENT OF DOCUMENTS
U.S. Government Printing Office, 732 North Capital Street, NW, Mail Stop SDE,
Washington, DC 20401
Title 10, Code of Federal Regulations, Part 30, Licensing of By-products
Material- Radioisotope Distribution, Part 70, Special Nuclear Materials.
Title 49, Chapter X, Code of Federal Regulations, Part 78 of Interstate



Commerce Regulations.




NOTICE OF PUBLIC HEARING
ON PROPOSED ORDINANCE TO ADOPT MODIFICATIONS
TO THE MOST RECENT EDITION OF THE
2002 COUNTY OF LOSANGELESFIRE CODE

Notice is hereby given that a public hearing on the matter of the proposed County of Los
Angeles and Consolidated Fire Protection District of the County of Los Angeles (District)
ordinance to adopt modifications to the 2002 County of Los Angeles Fire Code, will be held in
the Hearing Room of the Board of Supervisors, Room 381-B, Kenneth Hahn Hall of
Administration, 500 West Temple Street (corner of Temple Street and Grand Avenue), Los
Angeles, California, on the twenty-fifth day of November 2003, at the hour of 9:30 AM, at
which time evidence will be taken and all persons interested will be heard by the Board of
Supervisors.

Notice is further given that copies of the County of Los Angeles Fire Code and the proposed
amendments being considered for adoption are on file in the Executive Office of the Board of
Supervisors, Room 383, Kenneth Hahn Hall of Administration, 500 West Temple Street, Los
Angeles, California, and are open for public inspection.

Written comments may be sent to the Executive Office of the Board of Supervisors at the
above address.

For further information, please call the Los Angeles County Fire Department, Fire Prevention
Division, (323) 890-4226.

Si no entiende esta noticia o si necesita mas informacion favor de llamar a este numero (323)
890-4226.

VIOLET VARONA-LUKENS
EXECUTIVE OFFICER-CLERK OF
THE BOARD OF SUPERVISORS OF
THE COUNTY OF LOS ANGELES
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